/ SANITARY SEWER OR FORCEMAIN

/ SERVICE CONNECTION

15" MIN.——

RIGHT OF WAY

CLEANOUT FOR MAIN LINE GRAVITY

v
e

~——— 1—=1/4” HDPE DR11

—— CONTROL PANEL

SEWER OR LATERAL CHECK VALVE
STATION FOR MAIN LINE FORCEMAIN

DISCHARGE LINE

ALL WEATHER
VEHICLE ACCESS

INGRESS/EGRESS —| |..°
AND MAINTENANCE [N
EASEMENT ]

)— SEPTIC TANK gFFLUENT PUMP

EXISTING OR PROPOSED
RESIDENCE

o\

| PUMP CHAMBER (STEP ONLY)

SYSTEM (STEP) OR GRINDER PUMP

/—HOSE BIB (WATER) WITH
BACKFLOW PREVENTER

10" MIN./15" MAX. FROM TANK
OR GRINDER PUMP

— ALL WEATHER WORK AREA 4” OF
DECOMPOSED GRANITE WITH

REDWOOD 2”X4” HEADER OR
APPROVED EQUAL.

BALL VALVE IN VALVE BOX
(GRINDER PUMP ONLY)

NOTES:

1) FOR USE IN THE ON—SITE WASTEWATER DISPOSAL ZONE (OWDZ) ONLY.

2) LOCATION OF ALL SANITARY FACILITIES SHALL BE SUBJECT TO DISTRICT APPROVAL.
3) PROVIDE VEHICLE ACCESS TO GRINDER PUMP/STEP SYSTEM.

4) AN EASEMENT SHALL BE GRANTED TO THE DISTRICT FOR VEHICULAR INGRESS/EGRESS

AND FOR MAINTENANCE PURPOSES.

5) COATED #8 GAUGE WIRE FOR TRACING PURPOSES SHALL BE PLACED ON ALL NEW

LATERALS/DISCHARGE LINES.

6) CONTRACTOR/APPLICANT SHALL ANNEX INTO THE WEST BAY SANITARY DISTRICT BOUNDARY AND
ON—SITE WASTEWATER DISPOSAL ZONE, OBTAIN BOARD APPROVAL, SUBMIT PUMP INFORMATION,
SUBMIT ENGINEERED DRAWINGS & MUST OBTAIN A CLASS 5 PERMIT PRIOR TO INSTALLATION.

7) ALL LIDS SHALL BE VISIBLE AND

HOUSE LATERAL

ACCESSIBLE

WEST BAY

SANITARY DISTRICT

TYPICAL STEP/GRINDER PUMP SYSTEM LAYOUT
ON—SITE WASTEWATER DISPOSAL ZONE (OWDZ) ONLY

APPROVED BY:

/S/ — SERGIO RAMIREZ 06—-28-23 /I 5

GENERAL MANAGER DATE:
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